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Overheot: This device Is a
saftey device and must be set
as guided by the heater manual.
Fallure to do so could cause
damage to this heater, injury
to persons or property.
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Descriptiont Modulating Heater
using direct wiring to the burner,

Supplies Required by others:
Burner Controli 240vac S0Hz
Burner Modulationt 0-10vdc

Symbol Infor

Ent Burner Enable

$3' Burner lockout
B4 Burner Run Ind

By Others
St External Fault Indication Lamp.
R External Burner Run Indication Lamp.
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